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Commercial Kitchen / Restaurant Fats, Oils and Grease 
(FOG) Plan Check Submittal Requirements 

 
 
The City Of Carlsbad, as part of its Fats, Oils and Grease (FOG) program, has contracted with Environmental 
Compliance Inspection Services (ECIS) to provide all plan check and inspection duties regarding the installation 
of any grease control device, under- sink grease trap or outdoor grease interceptor. This applies to new 
construction, remodeling, tenant improvements or changes of ownership for all food service establishments or 
commercial kitchens. The Building Department will not issue a permit without an approved set of FOG plans as 
part of the project plans. 
 
All plan check submittals must be routed through the Building Department before being sent to ECIS. A 
copy of the Building Permit application with the plan check number must accompany the plans submitted to 
ECIS. Applicant shall submit two copies (2) of the FOG sheets to ECIS for plan check. Plans shall be submitted 
by mail only. All FOG submittals shall be mailed to: 

ECIS 
12 Via Torre 

Rancho Santa Margarita, CA 92688 
Please be sure to include all mailing information with the submittal as to where to send comments/corrections. 
All other plan sheets such as structural, electrical, mechanical etc. will proceed with the normal plan check 
process. 
 
Please contact ECIS if you have any questions pertaining to the Carlsbad F.O.G. program, grease control device 
or FOG plan check. Contact person for ECIS is Jon Kinley. Mr. Kinley can be reached at (949) 888-6536 office, 
(949) 279-6578 cell, or jkinley@ecisglobal.com
 
. ECIS will correspond directly with the project contractor/architect/engineer or restaurant owner. All revisions 
will require the same minimum standards as the original submittal. Upon approval of the submitted F.O.G. plans 
ECIS will provide to the City two sets of the approved F.O.G. plan. The City will notify the applicant when the 
permit is ready to issue.  
 

MINIMUM FOG PLAN CHECK REQUIREMNETS 
• All plans submitted shall be prepared signed and stamped by a architect/engineer  registered/licensed in 

the State Of California and a City of Carlsbad Building Department plan check, number 
• All the sheets to be labeled F.O.G. 
• Two sets of plans, minimum size 24x36 
• Site plan with Food Service Establishment name, address including street name, north arrow and existing 

underground utilities 
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• FOG plan with grease waste line(s) marked “GW”, sanitary line(s) marked with an “S” 
• Complete plumbing  isometric drawing showing waste and vent sizes 
• Floor plan with kitchen equipment schedule specifying which fixtures will drain to grease control device 
• City of Carlsbad  approved grease interceptor specification drawing copied onto the submittal (last page 

of this handout) 
• Grease interceptor/grease trap manufacture, make, model number, size, GPM/flow rate and proposed 

location of the device shown on site plan/floor plan 
• 2007 California Plumbing Code section 1014.3.6 used for sizing device. All sizing calculations shall be 

included on submittal. All FOG disposal systems shall meet the requirements of section 1015.0 of the 
2007 California Plumbing Code 

• All installations of a smaller under sink grease trap shall be required to be vented and install a down 
stream clean out as well as an up stream manufacturer approved flow control device. The device shall 
comply with all sizing and other requirements as noted in the California Plumbing Code 

 
 

Inspection 
 

ECIS shall also be contacted for the field inspection of any installed grease control device. City of Carlsbad 
Building inspectors will provide the inspections on all other plumbing installations. 
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GREASE INTERCEPTOR TANK WITH SAMPLE BOX 
Requirements: 

1. Size and location of interceptor to be approved prior to installation. 
2. Interceptor to have: 

a. Sample Box 
b. Sanitary Tee; inside sample box, discharge site 
c. Vent 
d. Cleanout prior to internal connection 
e. Manhole at each internal baffle tube – no more than 10’ between manholes 

3. Inspection of Interceptor 
a. All connections to interceptor to be inspect by ECIS prior to backfill 
b. Interceptor to be filled with water prior to inspection, per manufacturers instruction or request 

4. All manholes and sample boxes to be installed a minimum of ½” above finish grade/pavement with a 
concrete collar a minimum of 18” around all manhole lids and 12” deep 

5. Concrete Collar, Sample Box fitting and all exterior piping supplied by installer. 

 

The Grease Interceptor shall be sized using the current Uniform Plumbing 
Code, Section 1014.3.6. The minimum submittal shall be this document or 
manufacturer cut sheet containing A-E in requirement 2. 
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